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HOMERUN FROM EXTERIOR OR
CORRIDOR
WALL ONLY. 1" MINIMUM

MAXIMUM OF 3 CIRCUITS PER
HOMERUN (DERATE AT 80%)

ISOLATED GROUND WIRE TO
ALL IG TYPE RECEPTACLES

1/2" MINIMUM
3 1 \
(I:P H ]

HOT TO EACH RECEPTACLE—/ 14D

\\\\HOT WIRE FOR EACH CIRCUIT
INDIVIDUAL NEUTRALS

GXe)

EQUIPMENT GROUND
IN ALL CIRCUITS

PLUGLOAD CONTROLLER. SEE BELOW.

TYPICAL RECEPTACLE CIRCUITING DETAIL

SCALE: NONE
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DATA BACK BOX he N
i 3 %o 2
DOUBLE DUPLEX POWER BACK BOX ah82

AV BACK BOX

LOCATE ALL DEVICE AT ONE
LOCATION IN ONE STUD BAY

MULTIPLE BOX MOUNTING BRACKET
COOPER B-LINE #BB7-16 OR BB7-24 FOR AV

OR COOPER B-LINE #BB8-16 OR #BB8-24

AND NON AV LOCATIONS

WHEN NON AV LOCATION

e AV BACK BOX

DOUBLE DUPLEX POWER BACK BOX

DATA BACK BOX

NO DEVICES LOCATED IN
DIFFERENT ROOMS MAY BE
LOCATED IN THE SAME STUD
BAY. DEVICES LOCATED IN
DIFFENT ROOMS MUST BE
SEPERATED BY A MINIMUM OF 1
STUD BAY.

POWER, DATA AND AV ROUGH IN DETAIL

SCALE: NONE
— = EMERGENCY BATTERY PROVIDE CONTROLLERS FOR ALL
FIXTURES CIRCUITS SHOWN ON SCHEDULE. MARK
CEILING TILE. CONDUIT (TYP)
TO EACH LIGHT FIXTURE
/
1201277V
U N
AR Lv
i ——— 0-10VDC
D EM TYPICAL TRANSFER
$ $ 120277V 1201277V ccT DEVICE WHERE
——N  EMERGENCY CIRCUITS
———— 0-10VDC
0OS LV
1201277V
—fFc—Fd] Lv N
— < 0-10VDC \\
NETWORK OTHER 0-10VDC FOR 0-10VDC IN SEPARATE
CONTROLLERS DIMMING FIXTURES CONDUIT OR OPEN ABOVE
CEILING. PLENUM RATED
c WHERE REQUIRED.
! C
120V —~—— ——

XGREEN RECEPTACLE WITH

"SWITCHED" LABEL

OTHER CONTROLLERS

PROVIDE PLUG CONTROLLERS FOR ALL

CIRCUITS SHOWN ON SCHEDULE. MARK
CEILING TILE.

TYPICAL LIGHTING CONTROL DETAIL

SCALE: NONE
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CONDUIT CONCEALED IN CEILING OR WALLS

CONDUIT CONCEALED UNDERGROUND, UNDER FLOOR, OR IN WALL

HOME RUN TO DESTINATION INDICATED. 1" MINIMUM UNLESS NOTED OTHERWISE.
SURFACE OR PENDANT MOUNTED FIXTURE

RECESSED LIGHT FIXTURE

SURFACE OR PENDANT LIGHT FIXTURE

WALL MOUNTED FIXTURE

FIXTURE ON EMERGENCY CIRCUIT

STEP LIGHT

EMERGENCY BATTERY LIGHT, TYPE X-1, EXCEPT AS NOTED
WALL MOUTED SPOT/FLOOD LIGHT

DIRECTIONAL LIGHT

VANITY LIGHT, WALL MOUNT

WALL SCONCE FIXTURE

POLE TOP LIGHT FIXTURE/STREET LIGHT FIXTURE

POLE LIGHT

EXIT SIGN LIGHT FIXTURE TYPE X, EXCEPT AS NOTED

EXIT SIGN AND EMERGENCY LIGHTING UNIT AT SAME LOCATION. MOUNT EMERGENCY
LIGHTING UNIT DIRECTLY ABOVE EXIT SIGN. EXIT SIGN WITH EMERGENCY UNIT

WALL SWITCH, 1-POLE (SWITCH LEG INDICATED WHERE REQUIRED)
WALL SWITCH, 3-WAY

DIGITAL SWITCH

WALL SWITCH, KEYED OPERATED, TYPE AS INDICATED
WALL SWITCH, 3-WAY, KEYED OPERATED, TYPE AS INDICATED

WALL SWITCH WITH INTEGRAL OCCUPANCY SENSOR
OCCUPANCY SENSOR

OCCUPANCY SENSOR WALL MOUNT

OCCUPANCY SENSOR RELAY PACK
PHOTO CELL
PHOTO CELL WALL MOUNT

LIGHTING/ PLUG LOAD CONTROLLER
DUPLEX RECEPTACLE

DUPLEX RECEPTACLE ABOVE COUNTER
DOUBLE DUPLEX RECEPTACLE

FIRE ALARM SPEAKER WITH ADA STROBE
FIRE ALARM ADA STROBE WALL MOUNTED
FIRE ALARM ADA STROBE

FIRE ALARM PULL STATION

SPRINKLER CONNECTION

<
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LEGEND

DATA OUTLET WITH 1" CONDUIT TO ABOVE CEILING (NUMBER = NUMBER OF RJ45

JACKS, NO NUMBER = 1)

WIRELESS ACCESS POINT
VIDEO SURVEILLANCE OUTLET AT CAMERA

REQUEST TO EXIT

CARD READER

CARD READER, JAMB MOUNTED.
DOOR SWITCH

MOTION SENSOR
MOTION SENSOR WALL MOUNT

CCTV CAMERA
SECURITY SIREN
SECURITY KEYPAD
ELECTRIC LOCK
MAGNETIC LOCK
AUDIO SENSOR

CIRCUIT BREAKER

TRANSFORMER

GROUNDING PER CODES

BUS TAP
208V OR 240V PANEL
LVR

480V PANEL
TRANSFORMER

GROUND FAULT CIRCUIT INTERRUPTER
ISOLATED GROUND
WEATHERPROOF

AVAILABLE FAULT CURRENT AS INDICATED

FLAG NOTE
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SHEET NOTES: ARCHITECTYRE INTERIORS PLANNING V

1. SEE LIGHT FIXTURE 275 FIFTH STREET, SUITE 100
SCHEDULE FOR SITE POLE BREMERTON. WA 98337
HEIGHT. SEE LANDSCAPE ’

FOR SIGN TYPE. 360-377-8773
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Balangue Engineers Inc.
1200 Westlake Ave. N., #509
Seattle, WA 98109
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LAMP

LED
6W

LED
6W

LED
47 W

LED
40 W

LED
8W/FT

LED
8W/FT

LED
30W

LED
30W

LED
20 W

LED
30w

LUMEN
OUTPUT

500 LUMENS

500 LUMENS

8,500 LUMENS

5,600 LUMENS

2,000 LUMENS
PER FOOT

3,650 LUMENS

3000 LUMENS

3000 LUMENS

2,000 LUMENS

5,000 LUMENS

ccT

4000K

4000K

4000K

3500K

3500K

3500K

3500K

3500K

3500K

3500K

VOLTAGE MINIMU CONTRO
M CRI

120V

120V

120V

120V

120V

120V

120V

120V

120V

120V

70 CRI

70 CRI

70 CRI

80 CRI

80 CRI

80 CRI

80 CRI

80 CRI

80 CRI

80 CRI

L

LED
SWITCH

LED
SWITCH

LED
SWITCH

LED
SWITCH

LED
DIM
0-10V

LED
DIM
0-10V

LED
DIM
0-10V

LED
DIM
0-10V

0-10V
DIM

0-10V
DIM

LIGHTING FIXTURE SCHEDULE - OUTPATIENT CLINIC

MANUFACTURER

GARCO: PUREFORM
PBL-42-141-100-NW-G2-3-UNV

GARCO: PUREFORM
PBL-42-141-100-NW-G2-5-UNV

GARDCO: PUREFORM COMFORT
P26-140L-1675-NW-G2-3

STERNBERG: SOLANA
SL630

VISIONAIRE:
PRE-2

KIM:OURO
2B-UR20

COLUMBIA
LCL435-ML-E
LITHONIA
ZL1N-L48
METALUX
SNLED-LD4
DAYBRITE
FSS

CORELITE: JAYLUM
J3-C-L-80L-8-35-1-X-277-STD

FINELITE: S16

FINELITE: HP4
HP4-I1D-S-V-835-TG-F-277

AXIS: BEAM 4 LED
BBRLED-900-80-35-FL-4-277-DP-1

PINNACLE: EDGE E4
E4-A-CL835900-U-OL1-1

ALW: SUPERPLANE 4
SP4R/F-S4-HI-80-3500K-0/10V/S-
CR/S-UNV

SSL LIGHTING
SSC6-18|-AC-UNV-35K-CR83-10L-40

COLUMBIA LIGHTING: LCAT
LCAT22-35-HL-G-ED

PRESCOLITE: LF4
LFASLALFSL-20L-35K

EATON: PORTFOLIO LD4B
LD4B-20-D010-EU4B-1020-80-35-4LB-
W-0-H

PHILIPS
C4RDL
C4R-N-C4L-C4L-20-8-35-W-210-U-C4-
R-DL-CD

LIGHTOLIER:  CALCULITE

GOTHAM:EVO
EVO-35-20-4WR-WD-LD-277-GZ10

PRESCOLITE: LF8
LF8SLALFSL-20L-35K

EATON: PORTFOLIO LD8B
LD8B-20-D010-EU4B-1020-80-35-4LB-
W-0-H

PHILIPS
C8RDL
C8R-N-C4L-C4L-20-8-35-W-210-U-C4-
R-DL-CD

LIGHTOLIER:  CALCULITE

GOTHAM:EVO
EVO-35-20-8WR-WD-LD-277-GZ10

DESCRIPTION

42" LED BOLLARD FIXTURE .IP66
RATED. TYPE 3 DISTRIBUTION.
PROVIDE INTEGRAL MOTION SENSOR.
PROVIDE OLDCASTLE BOLLARD BASE.
FLUSH WITH LANDSCAPE

42" LED BOLLARD FIXTURE .IP66
RATED. TYPE 5 DISTRIBUTION.
PROVIDE INTEGRAL MOTION SENSOR.
PROVIDE OLDCASTLE BOLLARD BASE.
FLUSH WITH LANDSCAPE

POLE MOUNTED FIXTURE WITH
MOTION RESPONSE OCCUPANCY
SENSOR AND TYPE 3 OPTIC. PROVIDE
HEAY DIFFUSE, UNIFORMLY
ILLUMINATED LENS. UL WET LABEL
AND LOW TEMP DRIVER. MOUNT ON
6” ROUND, 15’ FOOT TALL ALUMINUM
POLE WITH HANDHOLE TO UTILITY
VAULT 24R-8-LB POLE BASE. PROVIDE
BASE COVER. IN PARKING AND ROAD
EXPOSE 2’ OF BASE. IN LANDSCAPE
AREAS FLUSH WITH GRADE. 8500
LUMENS

PENDANT MOUNTED LENSED LED
STRIPLIGHT. MOUNT ON #10 CHAIN, 6"
BELOW CEILING.

SAME AS PL-2 BUT WITH CONNECTED
TO EMERGENCY CIRCUIT

PENDANT MOUNTED
DIRECT/INDIRECT LINEAR FIXTURE ON
AIRCRAFT CABLE. PROVIDE DUST
COVER AND INTEGRAL 0-10V
DIMMING DRIVER. SEE PLANS FOR
CONTINUOUS RUN LENGTHS.

SAME AS PL-2 BUT CONNECTED TO
EMERGENCY CIRCUIT.

4" LINEAR LED DIRECT/INDIRECT
PENDANT FIXTURE WITH DIFFUSE LENS
AND BATWING UPLIGHT. EXTRUDED
ALUMINUM HOUSING WITH DIE CAST
ALUMINUM END CAPS. SEE PLANS FOR
CONTINUOUS RUNS.

SAMES AS PL-3E BUT CONNECTED TO
EMERGENCY CIRCUIT

6''X 18" CYLINDER PENDANT
MOUNTED LIGHT FIXTURE WITH
INTEGRAL DRIVER. 3500K. 85 CRI. O-
10V DIMMING.

2'X2' RECESSED ARCHITECTUAL
TROFFER. PROVIDE 0-10V DIMMING

SAME AS RL-1 BUT CONNECTED TO
EMERGENCY CIRCUIT

RECESSED 4” LED DOWNLIGHT WITH
SEMI DIFFUSE REFLECTOR AND WIDE
DISTRIBUTION.

SAME AS RL-2 BUT CONNECTED TO
EMERGNECY CIRCUIT

RECESSED 8” LED DOWNLIGHT WITH
SEMI DIFFUSE REFLECTOR AND WIDE
DISTRIBUTION.

SAME AS RL-3 BUT CONNECTED TO
EMERGENCY CIRCUIT

LAMP

LED
40 W

LED
25W

LED
47 W

LED
15w

LED
20 W

LED
30 W

LED
21W

LUMEN
OUTPUT

6,000 LUMENS

2,500 LUMENS

6,000 LUMENS

2600 LUMENS

ccT

3000K

3000K

4000K

3500K

3500K

3500K

ALL COLORS, FINISHES, ETC ARE BY ARCHITECT.
MOUNTING HEIGHTS PER ARCHITECTURAL ELEVATIONS.

LOCATION
TYPE
SITE
SL-1
SL-2
SITE
WL-1
SITE
WL-1E
WL-2
uc1
MECH, ELEC, IDF,
MDF
uc2
MED GAS
SEE PLANS
X
SEE PLANS
SEE PLANS
SEE PLANS
SEE PLANS
SEE PLANS

VOLTAGE MINIMU CONTRO

120V

120V

120V

120V

120V

120V

120V

M CRI L
80 CRI LED
DIM
0-10V
80 CRI LED
MOTION
80 CRI LED
MOTION
80 CRI LED
MOTION
80 CRI
SWITCH
80 CRI
SWITCH

LIGHTING FIXTURE SCHEDULE - OUTPATIENT CLINIC

MANUFACTURER

DAYBRITE: KLEENSEAL LED
K1-14-60L-830

LIGHTOLIER CALCULITE: C6
CYLINDER
C6-S-DL-25-8-30-W-Z10-U-CD

GARDO: PUREFORM
PWS-48L-300-NW-G2-BLC-UNV-
MMRI

VISA LIGHTING: ASTA
CB6509-L35K-L-MVOULT
WAC LIGHTING:

VISTA

FAILSAFE:
UCLV-4LD4-A12125

KENALL:
AUCLED

DAY-BRITE:
LINCS

NEWSTAR:
MUS

FAILSAFE:
ucCLv

KENALL:
AUCLED

DAY-BRITE:
LINCS

NEWSTAR:
MUS

DUAL LITE:
SE-G-I

MCPHILBEN:
ER55L

CHLORIDE:
CE-11300-55L3G

SURE-LITES:
CAX-7

BEGHELLI:
FME

DESCRIPTION

SURFACE MOUNTED 1'X4" WET LABEL
LENSED TROFFER WITH INVERTED
OPAL LENS.

6" SURFACE MOUNT LED CYLINDER
WITH DIFFUSE REFLECTOR AND WIDE
BEAM DISTRIBUTION. UL LISTED FOR
WET LOCATIONS.

WALL MOUNTED FIXTURE WITH TYPE
3 LIGHTING DISTRIBUTION AND HEAVY
DIFFUSE COMFORT LENS. UL WET
LABEL, -20F DRIVER. PROVIDE
INTEGRAL MOTION SENSOR.

SAME AS WL-1 BUT CONNECTED TO
EMERGENCY CIRCUIT

2' HORIZONTALLY WALL MOUNTED
CYLINDRICAL VANITY LIGHT.

UNDERCABINET 3’ FIXTURE WITH
DIFFUSER AND OCCUPANCY SENSOR.
PROVIDE INTEGRAL DRIVER.
DIMMABLE

SAME AS UC BUT 4’ LENGTH.

CEILING DIE CAST LED EXIT SIGN WITH
BATTERIES WITH SELF DIAGNOSTICS,
BATTERY BACKUP AND ALL MOUNTING
ACCESSORIES. PROVIDE ARROWS AND
FACES AS SHOWN ON DRAWINGS.
PROVIDE WHITE BODY WITH GREEN
LETTERS AND UNIFORM LENS OVER
LED.

LOCATION

PHARMACY

EXTERIOR
CANOPY

EXTERIOR

EXTERIOR

BATHROOM

UNDERCABINET

UNDERCABINET

SEE PLANS

|@§fergmmm@

ARCHITECTURE INTERIORS PLANNING VIHLAB

275 FIFTH STREET, SUITE 100
BREMERTON, WA 98337
360-377-8773

FMARCH.COM

Travis Fitzmaurice Wartelle
F B Balangue Engineers Inc.
200 Westlake Ave. N, #509

ENGINEERSE¢ 2062857228 | infoetfwb.con

526 S 9TH AVE
SEQUIM, WA 98382

JAMESTOWN S'KLALLAM TRIBE
OUTPATIENT CLINIC

APER SIZE
"

PROJECT #

PERMIT SET
SSUE DATE JAN. 10, 2020

e —
REVISION SCHEDULE

ARCH E1 (30" X 42")

2017000.00

LIGHT FIXTURE
SCHEDULE

SHEET #

E5.00




	E1.00
	E1.00
	E1.00

	E1.01
	E1.01
	E1.01

	E1.02
	E1.02
	E1.02

	E2.01
	E3.01
	E4.00
	E4.00
	E4.00

	E5.00
	E5.00
	E5.00


